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Section 505.170  Use of Alternative Standards for Construction, Inspection and Repair (general) 

a)	The Agency may issue special permits for boilers and pressure vessels at nuclear facilities that for some reason were not constructed in accordance with the applicable ASME Code Section, or for some reason cannot be inspected or repaired in accordance with this Part.  The Agency shall issue special permits in accordance with Section 505.1700 or Section 505.2700, as applicable. 

b)	Owners may request the Agency to issue a special permit for a boiler or pressure vessel not constructed in accordance with the applicable ASME Code Section. 

c)	For boilers and pressure vessels using alternative standards for construction, upon completion of construction and installation, the owner shall register the non-ASME Code boiler or pressure vessel with the Agency.  The owner shall demonstrate compliance with the provisions of the special permit.  The owner shall meet the applicable registration requirements for either ISI boilers and pressure vessels in Sections 505.1100 and 505.1200 or non-ISI boilers and pressure vessels in Sections 505.2100 and 505.2200. 

(Source:  Amended at 33 Ill. Reg. 4345, effective March 9, 2009)
