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Section 505.1500  Repairs 

Repairs of ISI boilers and pressure vessels and pressure relief valves associated with ISI boilers and pressure vessels, except boilers and pressure vessels and those pressure relief valves associated with boilers and pressure vessels that are exempt under Section 505.50(a) of this Part, shall be made in accordance with this Section. 

a)	ISI boilers and pressure vessels shall be repaired in accordance with the applicable repair and replacement requirements of Section XI of the ASME Code or other codes and standards as reflected in the facility's Operating License, Final Safety Analysis Report, technical specifications or other licensing documents as required or approved by the NRC. 

b)	Pressure relief valves associated with ISI boilers and pressure vessels shall be repaired in accordance with the applicable repair and replacement requirements of Section XI of the ASME Code or other codes and standards as reflected in the facility's Operating License, Final Safety Analysis Report, technical specifications or other licensing documents as required or approved by the NRC. 

(Source:  Amended at 23 Ill. Reg. 13089, effective October 6, 1999) 
