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Section 217.166  Methods and Procedures for Combustion Tuning

The owner or operator of an industrial boiler subject to the combustion tuning requirements of Section 217.164 must have combustion tuning performed on the boiler at least annually.  The combustion tuning must be performed by an employee of the owner or operator or a contractor who has successfully completed a training course on the combustion tuning of boilers firing the fuel or fuels that are fired in the boiler.  The owner or operator must maintain the following records that must be made available to the Agency upon request:

a)	The date the combustion tuning was performed;

b)	The name, title, and affiliation of the person who performed the combustion tuning;

c)	Documentation demonstrating the provider of the combustion tuning training course, the dates the training course was taken, and proof of successful completion of the training course; 

d)	Tune-up procedure followed and checklist of items (such as burners, flame conditions, air supply, scaling on heating surface, etc.) inspected prior to the actual tune-up; and

e)	Operating parameters recorded at the start and at conclusion of combustion tuning.

(Source:  Added at 33 Ill. Reg. 13345, effective August 31, 2009) 
