
Section 604.710  Points of Application 

[bookmark: _GoBack]Provisions must be made for the capability to add a disinfectant into or prior to any aeration, settling, or filtration process, unless the process involves biological treatment, in which case the disinfectant must be added after the biological treatment. 
