
Section 604.1110  Protective Equipment 

a)	Personal protective equipment must be provided consistent with the requirements of the CWS safety plan developed under Section 604.160.

[bookmark: _GoBack]b)	A deluge shower and eyewashing device must be installed where strong acids and alkalis are used or stored.  The deluge shower and eyewashing device, and the water supply to these devices, must comply with applicable provisions of 77 Ill. Adm. Code 890 (the Illinois Plumbing Code).
