
Section 604.1220  Automatic and Remote-Controlled Stations 

a)	All remote-controlled pumping facilities must be electrically operated and controlled and must have signaling apparatus of proven performance.

[bookmark: _GoBack]b)	All automatic pumping facilities must be provided with automatic signaling apparatus that will report when the station is out of service, unless otherwise approved by the Agency under Section 604.145(b).
