
Section 604.1330  Painting and Cathodic Protection 

a)	Metal surfaces must be protected by paints or other protective coatings, by cathodic protective devices, or by both.

b)	Paint Systems

1)	Paint systems must comply with Section 604.105(f); and

[bookmark: _GoBack]2)	Interior paint must be applied and cured in a manner that does not transfer to the water any substance that will be toxic or cause taste or odor problems.

c)	Cathodic protection must be designed, installed and maintained by trained technical personnel and must comply with Section 604.105(f).
