
Section 611.1008  Disinfection Profiling and Benchmarking Requirements:  Requirements When Making a Significant Change in Disinfection Practice

a)	Following the completion of initial source water monitoring under Section 611.1001(a), a supplier that plans to make a significant change to its disinfection practice, as defined in subsection (b), must develop disinfection profiles and calculate disinfection benchmarks for Giardia lamblia and viruses, as described in Section 611.1009.  Prior to changing the disinfection practice, the supplier must notify the Agency, and it must include in this notice the following information:

1)	A completed disinfection profile and disinfection benchmark for Giardia lamblia and viruses, as described in Section 611.1009;

2)	A description of the proposed change in disinfection practice; and

3)	An analysis of how the proposed change will affect the current level of disinfection.

b)	Significant changes to disinfection practice are defined as any of the following:

1)	Changes to the point of disinfection;

2)	Changes to the disinfectants used in the treatment plant;

3)	Changes to the disinfection process; or

4)	Any other modification identified by the Agency, by a SEP, as a significant change to disinfection practice.

BOARD NOTE:  Derived from 40 CFR 141.708 (2016).
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