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Section 653.108  Ground Storage Reservoirs and Elevated Storage 

a)	Construction shall conform to the Standards and for steel structures, AWWA Standard D100 for Welded Steel Elevated Tanks, Standpipes and Reservoirs for Water Storage. 

b)	Minimum distances from sources of contamination for below ground storage reservoirs shall be maintained as specified in Section 653.118. 

c)	The volume and height of an elevated tank or standpipe shall be based on a study of distribution system hydraulic conditions and anticipated water demands of the system.  The tank designed from this study shall be capable of maintaining adequate pressures as described in Section 653.106. 

d)	Head range in an elevated tank shall be designed to minimize pressure fluctuations throughout the distribution system. 
