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Section 653.302  Disinfection Following Repair or Replacement 

Any part of a community water system which has direct contact with finished water and has been out of service for repair, alteration or replacement shall be disinfected as required by Section 652.203 before being returned to service.  Equipment which does not come in contact with finished water such as raw surface water pumps, raw surface water transmission lines, chemical mixing tanks and clarifiers need only be flushed before being returned to service.  Filters shall be disinfected.  Wells, water storage tanks and water mains shall be disinfected in accordance with AWWA Standards A100, D105 and C601, respectively. 
