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Section 653.603  Minimum Contact Time 

a)	A minimum chlorine contact time of 60 minutes shall be provided for all surface water supplies and for ground water supplies using surface water-type treatment, springs or infiltration lines, or water obtained from creviced rock aquifers with less than 50 feet of cover. 

b)	Contact time is measured as the time following filtration of surface or ground water, or chlorination of well water when there is no other treatment, and the time when the water reaches the first user. 
