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Section 210.2900  Physical Plant 

a)	If part of a hospital: 

1)	Postsurgical Recovery Care Center Models built after January 1, 1994 shall meet the program narrative (see Section 250.2430(a)(4)) and comply with the following Sections of the Hospital Licensing Requirements:  250.2410, 250.2420, 250.2430, 250.2440(d)(1-4), 250.2450, 250.2460, 250.2470, 250.2480, 250.2490(a)-(h) and (j)-(k) and 250.2500. 

2)	If subsection (a)(1) of this Section does not apply, the Postsurgical Recovery Care Center Model shall meet the program narrative and comply with the following Sections of the Hospital Licensing Requirements: 250.2620, 250.2630(d)(1)-(4), 250.2640, 250.2650, 250.2660, 250.2670 and 250.2680. 

b)	If not part of a licensed hospital, postsurgical recovery care center models shall meet the program narrative and comply with: 

1)	Chapters 1-7, 12, 31 and 32 of the 1991 Edition (no later amendments or editions included) of the National Fire Protection Association (NFPA) Code for Safety to Life from Fire in Buildings and Structures (also known as "The Life Safety Code") which may be obtained from the National Fire Protection Association, Batterymarch Park, Massachusetts 02269; and 

2)	The following Sections of the Hospital Licensing Requirements:  250.2410, 250.2420, 250.2430, 250.2440 (d)(1)-(4), 250.2450, 250.2460, 250.2470(a), (b), and (c)(1), (2), and (4), 250.2480, 250.2490(a)-(h), (j) and (k), and 250.2500. 
